
別紙２
（３）令和３年７⽉〜令和４年６⽉各⽉最⼤負荷⽇の電⼒使⽤量（開庁⽇）

R3.7.19 R3.8.5 R3.9.22 R3.10.11 R3.11.29 R3.12.27 R4.1.17 R4.2.21 R4.3.1 R4.4.4 R4.5.13 R3.6.20
1505.8 1521.2 1403.6 1248 1218.2 1269.4 1359.2 1385 1255.2 1035.8 957.6 380

開始
時刻

終了
時刻

0:00 0:30 155.4 176.8 149.5 139.6 136.9 158.6 145 193.1 144.5 133.7 162.1 137.8
0:30 1:00 153.8 161.9 145.3 141.8 136.1 157.4 145.4 179.8 141.8 136 157.6 138
1:00 1:30 158.2 159.2 140.6 142.9 137.4 159.2 144.4 184.7 141.2 133.4 155.3 138.6
1:30 2:00 162.4 160.9 146.9 141.4 136.2 162.7 144.5 183.4 140.4 133.6 152.2 141.4
2:00 2:30 151 162.4 139.9 139.9 134.4 159.7 143.3 168.7 135.5 131.2 151.4 138.5
2:30 3:00 149.2 160.9 139 140.8 133.7 157 142.1 168.4 137 130.6 146.3 141
3:00 3:30 146 152.5 141 139.8 132.6 159.4 145.2 172.9 135.8 130.9 145 137.4
3:30 4:00 150.2 154.7 141 141.1 133.2 159.6 145.7 172 137.5 133.1 146.3 138.4
4:00 4:30 160 164.5 137.2 138.6 135.1 159.4 143.9 180.1 136 131.2 147.2 133.8
4:30 5:00 152.2 161 137.2 141 133.9 160.3 145.9 185 138.2 130.6 146.4 132.7
5:00 5:30 150 162 141.5 139 133.9 161.4 153.7 188.9 137 134.2 145.6 136.7
5:30 6:00 154.3 168.1 138.5 142.1 134.8 163.9 156.6 206.2 141.7 135.4 149.2 139
6:00 6:30 163.7 181.9 158 151.4 153.5 178.9 170.3 216.5 162.5 147.7 162.2 145.3
6:30 7:00 184.1 194.5 176.4 173 174.8 194.6 190.9 358.1 206.9 162.2 172.8 144.2
7:00 7:30 237.8 262 208 198.2 229.7 363 356.5 417.5 269.9 337.6 205.8 148.8
7:30 8:00 474.7 612.6 237.8 235.9 421.2 474.4 493.4 520.3 472.3 437.2 237.2 148.7
8:00 8:30 603.8 651.1 295.9 267.8 534.6 556 577.9 571.7 565.3 465.1 282.6 161.2
8:30 9:00 708.1 718 516.4 344.6 609.1 608 647.3 646.2 622.8 493.1 439.2 160.9
9:00 9:30 723 733.2 648.7 357.4 583.8 630.2 655.3 692.5 627.6 505.6 465.5 170.4
9:30 10:00 727.9 735.2 650.5 360.8 574.1 634.7 667.1 682.8 622.6 514.2 466 176.3

10:00 10:30 728.6 751.7 624.6 366.1 577.7 623 673.7 664.1 614.8 517.9 470.2 179
10:30 11:00 752.9 744.2 632.4 363 585.7 622.2 679.6 672 602.4 512.6 469.9 179.5
11:00 11:30 745.8 753.6 634.2 386.6 565.2 623.4 656.9 662.4 598.3 516.6 461.9 178.9
11:30 12:00 719.3 749.3 645.7 466 561.4 621.1 653.6 668.8 611.4 507.4 461.5 180.4
12:00 12:30 697.2 694.9 623.3 521 490.6 549.8 579.7 610.3 534.1 437.4 409.9 183.7
12:30 13:00 669.8 664.6 618.7 536.9 467.5 524.5 554.3 568.4 515.4 421.8 395.5 190
13:00 13:30 724.4 760.6 693.2 624 542.9 578.4 625.7 636.4 592.7 493.2 478.8 186.5
13:30 14:00 726.5 752.9 701.8 623.4 534.6 570.2 617.4 624.8 575.8 483.6 475.4 183
14:00 14:30 738.1 738.5 673.6 604.6 521.4 561.4 601 620.3 571.8 457.7 457.3 180.2
14:30 15:00 716.9 726.8 676.9 601.1 527.2 557 592.4 616.8 568.3 430.7 445.6 181.6
15:00 15:30 724.1 723.7 642.1 586.7 513 554.8 594 624.5 566.6 431.2 444.5 181.9
15:30 16:00 715.8 720 625.6 552.7 507.2 547.1 594 619.3 567.7 421.3 440.5 188
16:00 16:30 692.2 717 620.8 487.3 501.8 545.9 591 618.1 547.6 409.7 443.2 184.4
16:30 17:00 525.5 547.3 488.4 425.3 445.9 462 514 563.3 480.4 384.1 423.4 184.3
17:00 17:30 372.7 373.4 356 319.9 340.1 371.8 406.2 416.6 382 314.9 304.8 172.8
17:30 18:00 342.6 340.1 333.4 298.4 309.7 336.8 363 406.8 363.6 297.6 286 168.2
18:00 18:30 313 322.2 311.2 287.4 297.2 321 340.2 386.9 340.3 287.5 270.2 163.1
18:30 19:00 300.4 303.1 282.1 272.5 286.9 297.7 321.2 364.1 321.4 277.7 258.4 151.9
19:00 19:30 281.3 289.4 272.6 256.4 269.3 278.2 309.6 336.1 305.8 264.4 247.6 155.2
19:30 20:00 260.3 272.3 259.9 245.4 258.7 258.5 325 323.2 295.3 247.9 239.2 153
20:00 20:30 248.3 251.6 250.8 234 250.3 242.6 316.4 314.9 266.8 237.1 225 147.5
20:30 21:00 236.6 248.4 239.5 218.4 232.3 225 272.2 282.6 249 224.2 213.1 143.6
21:00 21:30 215.4 238 220.8 208.4 218.8 216.2 248.9 261.6 231 209 202.7 138.5
21:30 22:00 193.6 215.4 202.6 190.3 203.5 214.8 237.7 244.9 213.1 197.3 190.6 139.8
22:00 22:30 181.2 195.2 192.1 184.2 190.3 207.7 215.6 237 201.1 187.8 182 136.1
22:30 23:00 186.8 182.4 183.5 168.7 173.2 204.6 201.7 224.3 182 172.7 170.2 136.4
23:00 23:30 169.6 176.4 161.4 163 163.4 196.4 198 207.2 164 161.2 159 135.5
23:30 0:00 160.4 164.3 159.4 153.4 151.4 188.8 178.6 185 154.2 147.8 149.3 136.9

⽇付

使⽤電⼒量(kWh)

最⼤電⼒(kW)



（４）令和３年６⽉〜令和４年５⽉各⽉最⼤負荷⽇の電⼒使⽤量（閉庁⽇）
R3.7.31 R3.8.15 R3.9.23 R3.10.16 R3.11.27 R3.12.11 R4.1.22 R4.2.5 R4.3.6 R4.4.2 R4.5.29 R4.6.30
467.6 560.8 434.6 397.6 367.2 510 446.4 511.2 481 348.8 362.8 1454.8

開始
時刻

終了
時刻

0:00 0:30 159.5 150.2 155 145.6 147.4 139.6 180.6 155.4 136.9 140.5 132.8 160.6
0:30 1:00 159.6 151.2 157.1 146.6 144.7 139 184.4 151.3 137.8 136.6 132.8 155.8
1:00 1:30 159.2 157.8 146.9 141 140.3 137.6 176.4 169.9 141.5 133.9 134.3 153.4
1:30 2:00 157.7 156.7 149.6 142.8 141 137.8 166.8 191.8 138.5 134.8 131.6 150.4
2:00 2:30 154 150.1 148.3 137.5 136.9 133.6 166.8 181.7 136.4 133.2 132 148.8
2:30 3:00 152.2 150.1 145.8 135.6 137.9 132.2 178 174 137.9 132 131.2 150
3:00 3:30 154.7 151.2 138.2 137 136.9 130.2 174.4 173.5 137.2 131 130.2 147.7
3:30 4:00 155.8 149.9 142.6 135.8 136.1 130.9 169.9 166.4 137.6 131.5 130 148.7
4:00 4:30 149.5 151 144.2 135.1 137 130.9 167.5 162.5 142.4 129.6 130.3 153.8
4:30 5:00 149.8 148.8 143.5 138 141.6 130.7 176.8 161.6 143.6 133.6 129.5 149.8
5:00 5:30 148.3 149.2 138.1 138.4 140.6 136.1 167.6 163 150.4 131.3 129.1 150.6
5:30 6:00 151.8 151.1 145.8 143.6 139.2 138.2 178 182.4 146.2 131.2 130.4 155.9
6:00 6:30 157.8 156.5 143.4 148.1 141.8 142.4 203 191.8 147 133.8 137.5 163.8
6:30 7:00 158.2 167.2 149.6 147.8 148.3 147.2 197.5 187.1 144.7 135.2 135.4 180.4
7:00 7:30 163.4 168.1 157.2 150.7 154.6 92.2 192.1 187.4 148.3 137.3 139.8 235.3
7:30 8:00 166.2 185.2 157 162.1 165.5 74.8 199.3 206.9 153 143 142.3 529
8:00 8:30 200.9 209.6 167.4 170.4 173.5 14 204.8 234.4 165.4 151.3 151.8 623.3
8:30 9:00 219.7 214.1 176.4 179.2 180.6 停電点検 218.9 238.9 177.1 154.2 158 676.2
9:00 9:30 216.4 234.5 179.2 184.3 179.3 停電点検 223.2 237.1 181.6 156.7 157.1 691.8
9:30 10:00 211.1 271.9 183.8 190.4 183.6 停電点検 222.7 243.8 192.4 160.8 158.9 701.6

10:00 10:30 212.8 264.1 180.6 187.6 181.3 停電点検 219.2 255.6 190.6 158.3 156.5 708.6
10:30 11:00 220.1 276.4 189.1 187.1 181.2 停電点検 216 254.4 190.1 161.8 166.7 714.1
11:00 11:30 214.7 277.2 195 188.5 178.4 停電点検 221.4 255 193.3 160.8 164.6 704.5
11:30 12:00 215.5 276.5 187.2 191.6 180.2 停電点検 213.2 250.7 192.5 162.2 163.9 707.4
12:00 12:30 214.9 276.8 203 196.3 181.8 停電点検 220.2 232.4 195.8 162.8 171.1 653.8
12:30 13:00 222.1 269 208.7 196.8 177.5 停電点検 216.5 229.8 197 166.3 168.4 645.2
13:00 13:30 212.2 280.3 208.1 198.8 178.9 停電点検 214.4 231.8 199.9 165.4 172.3 727.4
13:30 14:00 218.6 267.7 206.9 195.1 170.8 停電点検 213.8 228.7 206.9 167.9 176 723.6
14:00 14:30 219.4 264.1 210.7 193.9 172.2 停電点検 208.2 228.2 206.8 166.4 173.8 722.6
14:30 15:00 229.1 268.6 217.3 192.4 171.2 停電点検 207 215.5 201.2 170.3 177.5 683.6
15:00 15:30 233.8 280.4 209.8 188.8 169.8 停電点検 205.7 218.9 211.7 174.4 181.4 698.6
15:30 16:00 232.8 276.6 195.2 187.2 169.8 停電点検 211.2 226.6 218.9 169.9 179.9 695.8
16:00 16:30 228.8 275.9 183.7 178.8 170.9 25.9 203.8 238.3 240.5 170.2 179.8 705.5
16:30 17:00 206.8 235.2 194.6 176.3 174.4 168.5 202.6 232 223.8 170.2 178.4 533.5
17:00 17:30 194.2 215.6 179.3 172.8 167.4 215.5 200.8 222.4 205.3 160.3 170.5 366.4
17:30 18:00 182.9 210.5 172.6 172.6 165.1 255 186.8 211.6 192.8 158.3 166.4 336.8
18:00 18:30 183 193.8 170.8 165 162.4 171 187.6 202.2 188.8 161.6 161 308.3
18:30 19:00 175.7 190.6 173 163.7 152 157.7 184.3 193.8 180.7 156.8 159.6 296.6
19:00 19:30 183.4 189.6 155.2 159.1 148.7 148.8 179.3 188 178.6 161 155.2 285.1
19:30 20:00 173.6 178.4 153.7 159.5 147.8 145.9 181.6 184.3 177 154.2 145.4 262.3
20:00 20:30 176.6 175 154.2 152.6 147.7 142.6 179.3 182.3 170.2 150.2 142.1 245.9
20:30 21:00 173.6 170 146.4 147 149.2 139.4 181.4 183.8 162.6 150.8 143.6 229.2
21:00 21:30 175 164.8 148.8 148.6 142.6 137.9 177.7 178.1 157.8 145.3 137 212
21:30 22:00 162.8 168.7 148.2 145.7 140 137.3 174.6 185.3 151.1 142.1 137.4 201.4
22:00 22:30 166.1 161.4 145.7 144.5 141.8 135.8 176 179.2 156 140.5 137.2 186.5
22:30 23:00 155.5 166 142.8 144.8 141.4 134.4 170.5 190.4 154.8 139.2 138.1 183.1
23:00 23:30 162 158.2 144.8 143.5 141.6 133.9 174.4 189.8 156.1 140.6 134.2 175.3
23:30 0:00 160.1 159.2 142.1 142.1 137.9 131.9 172.1 172.2 155 136.8 136.8 166

⽇付
最⼤電⼒(kW)

使⽤電⼒量(kWh)


